
 

                                                 

                      储能电池扩展模块出厂检验报告 

Energy Storage Battery Module Delivery Inspection Report 

设备名称 

Equipment Name 

储能电池扩展模块

Energy Storage 

Battery Module 

设备型号  

Equipment Model 

见标签 

See Label 

检验日期 Date  检验结果Result  

序号 

No. 

测试项目 

Test Item 

项目描述 

Description 

测试结果 

Test 

Result 

1 

机体和结构 

质量检查 

Inverter body and 

structure quality 

模块外观检验合格。   

The appearance of the module is qualified. 

Passed 

所有警告标示和标签必须正确、规范和清晰，并且贴

在正确的位置。  

All labels and warning symbols are correct, 

regular, legible, and attached to the right 

positions. 

所有螺钉是否安装合适并且锁紧。  

All screws are installed securely in the right 

positions. 

机器包装是否完好无损。The package is intact. 

2 

绝缘强度测定 

Dielectric  

strength 

输入输出对地1.415kVdc测试，漏电流小于10mA。  

During the dielectric strength test when the input 

voltage or output voltage to PE is 1.415 kVdc, the 

leakage current is less than 10 mA. 

Passed 

3 

电池组直流 

内阻测试 

DCIR of the  

battery pack 

在额定条件下，直流内阻值≤30mΩ。 

Under rated conditions, DC internal resistance  

value≤30 mΩ. 

Passed 

4 

额定输入，输出 

Nominal input 

and output 

输出电流或输出功率应在标称的额定输出范围内。 

The output current or power should be within the 

nominal rated output. 

Passed 
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5 
软启动 

Soft startup 

启动运行时，输出功率应缓慢增加，且输出电流无冲

击现象。 

When the module starts and works, the output 

power should increase slowly and no impact 

current occurs to the output current. 

Passed 

6 

指令开关机 

Controlled 

startup/shutdow

n 

能通过CAN指令控制开关机。  

The module starts or shuts down can be 

controlled through CAN commands. 

Passed 

7 

通讯功能测试 

Communication 

test 

能通过CAN口与功率包进行正常通信。  

The module communicates normally with a power 

pack through the CAN port. 

Passed 

8 

过/欠压试验 

Overvoltage/Und

er-voltage test 

当模块输入/输出端电压超出规定的电压范围时，模

块告警；电压恢复正常值后，告警清除。 

When the voltage exceeds tolerable range of 

module, the module generates an alarm. When 

the voltage becomes normal, the alarm is cleared. 

Passed 

9 

充电模式测试 

Charge mode 

test 

充电模式下能够在工作范围内按额定功率运行。 

In charging mode, the module can work at rated 

power within the working range. 

Passed 

10 

放电模式测试 

Discharge mode 

test 

放电模式下能够在工作范围内按额定功率运行。 

In discharging mode, the module can work at 

rated power within the working range. 

Passed 

11 
连续老化测试 

Aging test 

在25±3 ºC老化房环境内，模块正常工作。  

The module works normally in a 25±3 ºC aging 

room. 

Passed 

12 

恢复出厂默认值 

Restoring factory 

defaults 

模块出厂包装前，清除所有历史数据及将所有参数恢

复至默认值。  

All historical data is cleared and all parameters are 

restored to their factory defaults before the 

module is packed. 

Passed 
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储能电池扩展模块装箱清单 

 Energy Storage Battery Module Packing List  

序号 

No. 

名称 

Name 

图示 

Picture 

数量(个/套) 

Qty. (PCS/SET) 

1 
储能电池扩展模块 

Energy Storage Battery Module 

 

1 

2 
装饰罩 

Decorative cover 

 

2 

3 
干燥剂 

Desiccant 
 

1 

4 

储能电池扩展模块 

出厂检验报告/装箱清单 

Energy Storage Battery Module 

Delivery Inspection Report & Packing 

List 
 

1 
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